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ADDENDUM NO. 03, MARCH 8, 2024 

RE: 656-14-247 Repair Foundations Buildings 4, 7, 59 

 LHB Project No. 230297 

To: All Planholders 

From: LHB, Inc. 

This Addendum forms a part of the Contract Documents and modifies the original Bidding Documents dated 

October 24, 2023, Addendum No. 01 dated January 25, 2024, and Addendum No. 02 dated January 30, 2024. 

Acknowledge receipt of this Addendum in the space provided on the Bid Form. Failure to do so may subject the 

Bidder to disqualification. 

This Addendum consists of one page and the following attachment (s): 

General 

Solicitation Questions and Answers document 

Drawings 

Architectural: AS1.02, AS1.03 

Structural: SS1.02, SS5.02 

Questions and Answers 

Refer to attached Solicitation Questions and Answers document. 

General 

None 

Changes to Specifications 

None 

Changes to Drawings 

1. Replace Sheet AS1.02 in its entirety. 

a. Omit keyed notes D18 and E2 (removal and modification or replacement of custom j-boxes above 

electrical gear) previously added as part of Addendum 02. 

2. Replace Sheet AS1.03 in its entirety. 

a. Revise Fire-Rated Soffit Details A, B, C, D, E, and F (A1 through A6/AS1.03). 

b. Add fire-rated soffits at minor intersecting beams along gridlines 7 and 8. 

c. Revise fire-rated soffit configuration along gridlines 4 and 5. 

d. Add “SIM.” to A4/AS1.03 detail callouts in Generator Room 106. 

3. Replace Sheet SS1.02 in its entirety. 

a. Revise Area “A” Note 7. 

b. Add Area “A” Notes 17 and 18. 

c. Revise detail references at exterior wall along gridline 1a to J and K/SS5.02. 

d. Add detail reference G/SS5.02 TYP. to beam between Fa-Ga on gridline 8a. 
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e. Add detail reference H/SS5.02 TYP. to beam between Da-Ea on gridline 6a. 

f. Revise beams between Da-Ea on gridline 5a and between Fa-Ga on gridline 4a to two (2) MC12x50 

with note 17. 

g. Revise beam between Ea-Fa on gridline 5a to one (1) MC12x50 with detail reference F/SS5.02. 

4. Replace Sheet SS5.02 in its entirety. 

a. Rename Sections H and J to Sections J and K. 

b. Revise Section C. 

c. Add Sections F, G, and H. 

END OF ADDENDUM NO. 03 


