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SIOUX FALLS, SD

05/24/2021

FIRST FLOOR PLAN

SWS SWS

DJK

AS101

20 90
06054.034

SCALE:  1/8" = 1'-0"
1 FIRST FLOOR PLAN

1 CONC. STRUCT. STOOP.

3 42" GUARDRAIL. SEE 4/AS504

04 20 00.A1 CLAY UNIT MASONRY, MODULAR SIZE, MODIFIED FLEMISH /
MONK BOND PATTERN, TWO COLOR MIX, WEEP VENTS BASE
& HEAD OF WALL

04 20 00.A2 MASONRY AIR SPACE & DOVETAIL MORTAR MESH

04 20 00.B1 CONCRETE UNIT MASONRY, 8x8x16, SEE STRUCTURAL

04 72 00.A1 CAST STONE MASONRY, 3-5/8" DEPTH, FASTENERS &
ANCHORAGE BY MANUFACTURER, BUFF COLOR, UNIT
REVEALS & SEAMS PER EXTERIOR ELEVATIONS

05 40 00.A1 COLD FORMED METAL FRAMING, 6"

07 21 00.A1 POLYISOCYANURATE INSULATION, 2"

07 21 00.B1 EXPANDED POLYSTYRENE, RATED FOR GROUND CONTACT

07 21 00.C1 FIBERGLASS BATT INSULATION, R-21

07 21 00.C2 SOUND BATT INSULATION

07 27 27 FLUID-APPLIED AIR & VAPOR BARRIER

09 22 16.A2 NON-STRUCTURAL METAL FRAMING, 3-5/8"

09 22 16.B1 LIGHT-GAUGE RESILIENT CHANNEL, 1/2"

09 29 00.A1 GYPSUM BOARD, 5/8" TYPE X

09 29 00.B1 EXTERIOR GLASS MAT SHEATHING, 1/2" TYPE X

REF. NOTES (     ):X

PLAN
NORTH

TRUE
NORTH

GENERAL PLAN NOTES:
1. ALL PLAN DIMENSIONS ARE TO OUTSIDE FACE OF STUD OR CMU, U.N.O.

SCALE:  1" = 1'-0"

W ALL TYPES
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SCALE:  3/8" = 1'-0"

W INDOW  TYPES
AL FIXED AL FIXED AL FIXED AL FIXED AL FIXED AL FIXED AL FIXED AL FIXED

SCALE:  3" = 1'-0"
1 W INDOW  HEAD DETAIL @ BRICK

SCALE:  3" = 1'-0"
6 W INDOW  JAMB DETAIL @ BRICK

SCALE:  3" = 1'-0"
9 W INDOW  SILL DETAIL @ BRICK

SCALE:  3" = 1'-0"
2 W INDOW  JAMB DETAIL @ PRECAST

SCALE:  3" = 1'-0"
3 W DW  HEAD @ PRECAST

SCALE:  3" = 1'-0"
10 W DW  SILL @ PRECAST

SCALE:  3" = 1'-0"
5 HM DOOR HEAD DTL @ BRICK

SCALE:  3" = 1'-0"
8 HM DOOR JAMB

W 9
AL FIXED

SCALE:  3" = 1'-0"
4 W INDOW  HEAD DETAIL @ VESTIBULE

SCALE:  3" = 1'-0"
7 W INDOW  JAMB DETAIL @ VESTIBULE

SCALE:  3" = 1'-0"
11 W INDOW  SILL DETAIL @ VESTIBULE
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W ALL SECTIONS
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SCALE:  1/2" = 1'-0"
1 W ALL SECTION - N/S THRU CARPORT

SCALE:  1/2" = 1'-0"
2 W ALL SECTION - E/W  THRU CARPORT

SCALE:  1/2" = 1'-0"
3 W ALL SECTION - PEDESTRIAN W ALKW AY @ BLDG #1

SCALE:  3" = 1'-0"
4 W INDOW  HEAD DETAIL @ PRECAST SURROUND

SCALE:  3" = 1'-0"
5 W INDOW  JAMB DETAIL @ CAST STONE SURROUND

SCALE:  3" = 1'-0"
6 W INDOW  SILL DETAIL @ PRECAST SURROUND

SCALE:  1/2" = 1'-0"
7 W ALL SECTION - ROOF EAVE

SCALE:  3" = 1'-0"
8 CAST STONE SURROUND MULLION
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