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28 RU FOR LAN ELEMENTS
AND LEAF OR ACCESS

LAYER SWITCHES

B-SIDE

1ST LEVEL BACKBONE

24 DUPLEX LC (FOUR 12-STRAND MPO CABLES) TO
MDA B-SIDE

24 DUPLEX LC (FOUR 12-STRAND MPO CABLES) TO
MDA A-SIDE

48 CAT 6A TO SAME SIDE MDA

HORIZONTAL DISTRIBUTION

HORIZONTAL FIBER DISTRIBUTION FROM THE ED IN EACH CABINET IN
THE ROW

HORIZONTAL UTP DISTRIBUTION FROM THE ED IN EACH CABINET IN
THE ROW
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B-SIDE

"A" SIDE: 24 DUPLEX LC (FOUR 12-STRAND MPO
CABLES)

"B" SIDE: 24 DUPLEX LC (FOUR 12-STRAND MPO
CABLES)

FIBER DISTRIBUTION FOR 10 - 40 GbE

TWO 48-PORT 1RU ANGLED PATCH PANEL FOR 10 GbE
(48 BLUE PORTS TO "A" SIDE AND 48 YELLOW PORTS TO
"B" SIDE)

"A" SIDE: 24 DUPLEX LC (FOUR 12-STRAND MPO
CABLES)

"B" SIDE: 24 DUPLEX LC (FOUR 12-STRAND MPO
CABLES)

FIBER DISTRIBUTION FOR 10 - 40 GbE

TWO 48-PORT 1RU ANGLED PATCH PANEL FOR 10 GbE
(24 BLUE PORTS TO "A" SIDE AND 24 YELLOW PORTS TO
"B" SIDE)
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N

OPEN OFFICE
0001

OFFICE
0003

OFFICE
0002

RESTROOM
0004

BASEMENT PLAN

EXISTING FOUR (4) 4" CONDUITS ROUTED
THROUGH  THE CEILING OF THE
SUB-BASEMENT LEVEL OF BUILDING 1.

EXISTING FOUR (4) 4"  IN A 2 x 2
CONFIGURATION CONDUITS ROUTED IN A
TRENCH THROUGH BUILDING 3 BASEMENT
FLOOR SLAB TO INTERFACE WITH THE
CAMPUS TELECOM DUCT BANK
INFRASTRUCTURE.

INSTALL ROUTE "B" FIBER AND
COPPER TROUGH EXISTING EMPTY
2" CONDUIT ROUTED FROM THE
JUNCTION BOX, AT THE BASEMENT
CEILING LEVEL UP TO TR 0006.

EXISTING 48"(L) x 36"(W) x 24"(D) WALL
MOUNTED JUNCTION BOX TO ROUTE THE
FOUR (4) 4" CEILING CONDUITS 90 DEGREES
DOWN TO BUILDING 3 STORAGE ROOM FLOOR
SLAB. THOSE CONDUITS CONTINUE THROUGH
A TRENCH IN A 2 x 2 CONFIGURATION, AS
SHOWN, TO INTERFACE WITH THE CAMPUS
TELECOM DUCT BANK INFRASTRUCTURE.

INSTALL ROUTE "B" FIBER AND
COPPER TROUGH EXISTING EMPTY 2"
CONDUIT TO TR 0006 EXISTING
TELECOMMUNICATION RACK  FROM
BASEMENT LEVEL.
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ROUTE "B" FIBER AND COPPER CABLES TO EMCOR
CABINET (OR EQUIVALENT) IN BUILDING 10 FROM
THE CAMPUS TELECOM DUCT BANK
INFRASTRUCTURE THROUGH AN EXTERNAL
JUNCTION BOX, TO BE ROUTED THROUGH TWO (2)
2" CONDUITS, REFER TO DWG. TT-202-
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ANALYZER

FIRST FLOOR PLAN

ANALYZER

INSTALL ROUTE 'B' OS2 OPTICAL FIBER AND 25-PAIR
CAT 5E THROUGH EXISTING EMPTY 2" CONDUIT TO
EXISTING TR/TE. TERMINATE OS2 OPTICAL FIBER IN
EXISTING FIBER PANEL WITH LC TYPE CONNECTORS.
TERMINATE 25-PAIR CAT 5E OSP CABLING ON 24-PORT
RACK MOUNTED SURGE PROTECTORS.

ROUTE "B" TO THE TELECOM
NETWORK CABINET AT THE
MEZZANINE LEVEL ABOVE.

REFER TO CONDUIT
ENTRANCE DETAIL.
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INSTALL ROUTE 'B' OS2 OPTICAL FIBER AND 25-PAIR
CAT 5E THROUGH EXISTING EMPTY 2" CONDUIT TO
EXISTING TR/TE. TERMINATE OS2 OPTICAL FIBER IN
EXISTING FIBER PANEL WITH LC TYPE CONNECTORS.
TERMINATE 25-PAIR CAT 5E OSP CABLING ON 24-PORT
RACK MOUNTED SURGE PROTECTORS.

INSTALL ROUTE "B" FIBER AND COPPER IN
EXISTING  TWO (2) 2" CONDUITS.

EXISTING TE
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11
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INSTALL ROUTE 'B' OS2 OPTICAL
FIBER AND 25-PAIR CAT 5E
THROUGH EXISTING EMPTY 2"
CONDUIT TO EXISTING TR/TE.
TERMINATE OS2 OPTICAL FIBER IN
EXISTING FIBER PANEL WITH LC
TYPE CONNECTORS.  TERMINATE
25-PAIR CAT 5E OSP CABLING ON
24-PORT RACK MOUNTED SURGE
PROTECTORS.

INSTALL ROUTE "B" UP TO TR
0005. EXISTING TWO (2) 2"
CONDUITS FROM THE CRAWL
SPACE TO THE FIRST FLOOR.

G-ANNO-RNME-N
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INSTALL ROUTE 'B' OS2 OPTICAL FIBER AND 25-PAIR
CAT 5E THROUGH EXISTING EMPTY 2" CONDUIT TO
EXISTING TR/TE. TERMINATE OS2 OPTICAL FIBER IN
EXISTING FIBER PANEL WITH LC TYPE CONNECTORS.
TERMINATE 25-PAIR CAT 5E OSP CABLING ON 24-PORT
RACK MOUNTED SURGE PROTECTORS.

INSTALL ROUTE "B" FIBER AND
COPPER TROUGH EXISTING
EMPTY 2" CONDUIT UP TO
TELECOM WALL MOUNTED
CABINET.

EXISTING TWO (2) 2" CONDUITS
FROM THE BASEMENT TO THE
FIRST FLOOR.
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INSTALL ROUTE 'B' OS2 OPTICAL FIBER AND 25-PAIR
CAT 5E THROUGHT EXISITING EMPTY 2' CONDUIT TO
EXISTING TR/TE. TERMINATE OS2 OPTICAL FIBER IN
EXISITING FIBER PANEL WITH LC TYPE CONNECTORS.
TERMINATE 25-PAIR CAT 5E OSP CABLING ON 24-PORT
RACK MOUNTED SURGE PROTECTORS

BASEMENT FLOOR PLAN

FIRST FLOOR FLOOR PLAN

TO EXISTING FLOOR MOUNTED NETWORK CABINET.
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INSTALL ROUTE 'B' OS2 OPTICAL FIBER AND 25-PAIR
CAT 5E THROUGH EXISTING EMPTY 2" CONDUIT TO
EXISTING TR/TE. TERMINATE OS2 OPTICAL FIBER IN
EXISTING FIBER PANEL WITH LC TYPE CONNECTORS.
TERMINATE 25-PAIR CAT 5E OSP CABLING ON 24-PORT
RACK MOUNTED SURGE PROTECTORS.

ROUTE "B" UP TO 202A THROUGH
EXISTING PENETRATION. PROVIDE
MECHANICAL FIRESTOP ASSEMBLIES
TO LEVEL ABOVE.

ROUTE "B" TO 102B.

CHIEF
102A

STAIR #1

WOMEN

MEN

HAC
101

TR
102B

VET
SERVICES
DIVISION

102

CHIEF OFFICE
108A

FINANCE
107
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INSTALL ROUTE 'B' OS2 OPTICAL FIBER AND 25-PAIR
CAT 5E THROUGH EXISTING EMPTY 2" CONDUIT TO
EXISTING TR/TE. TERMINATE S2 OPTICAL FIBER IN
EXISTING FIBER PANEL WITH LC TYPE CONNECTORS.
TERMINATE 25-PAIR CAT 5E OSP CABLING ON 24-PORT
RACK MOUNTED SURGE PROTECTORS.
ROUTE "B" TO 202A FROM BELOW THROUGH EXISTING
PENETRATION.

ADJUNCT CHIEF
202A

OPEN
 OFFICE

204

HEARING
ROOM

203

ADJUNCTION
RECEPTION

202

OFFICE
204C

STAIR # 1

HAC
201
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INSTALL ROUTE 'B" OS2 OPTICAL FIBER AND 25-PAIR
CAT 5E THROUGHT EXISTING EMPTY 2" CONDUIT TO
EXISTING TR/TE. TERMINATE OS2 OPTICAL FIBER IN
EXISTING FIBER PANEL WITH LC TYPE CONNECTORS.
TERMINATE 25-PAIR CAT 5E OSP CABLING ON 24-PORT
RACK MOUNTED SURGE PROTECTORS.
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INSTALL ROUTE "B" OS2 OPTICAL FIBER AND 25-PAIR
CAT 5E THROUGH EXISTING EMPTY 2' CONDUIT TO
EXISTING TR/TE. TERMINATE OS2 OPTICAL FIBER IN
EXISTING FIBER PANEL WITH LC TYPE CONNECTORS.
TERMINATE 25-PAIR CAT 5E OSP CABLING ON 24-PORT
RACK MOUNTED SURGE PROTECTORS.

TR
211

STORAGE
211

TOILET
209

TOILET
208

OPEN OFFICE
200

OFFICE
204

OFFICE
205

MECH.
210

OFFICE
202

HAC
201

INSTALL ROUTE "B" OS2 OPTICAL FIBER AND 25-PAIR
CAT 5E THROUGH EXISTING EMPTY 2" CONDUIT TO
EXISTING TR/TE. TERMINATE OS2 OPTICAL FIBER IN
EXISTING FIBER PANEL WITH LC TYPE CONNECTORS.
TERMINATE 25-PAIR CAT 5E OSP CABLING ON 24-PORT RACK
MOUNTED SURGE PROTECTORS.
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INSTALL ROUTE 'B' OS2 OPTICAL FIBER AND 25-PAIR
CAT 5E THROUGH EXISTING EMPTY 2" CONDUIT TO
EXISTING TR/TE.  TERMINATE OS2 OPTICAL FIBER IN
EXISTING FIBER PANEL WITH LC TYPE CONNECTORS.
TERMINATE 25-PAIR CAT 5E OSP CABLING ON
24-PORT RACK MOUNTED SURGE PROTECTORS.
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MIN SEPARATION BETWEEN COMMUNICATION AND 120 VAC: 8" EDGE-TO-EDGE
MIN SEPARATION BETWEEN COMMUNICATION AND 208 VAC: 12" EDGE-TO-EDGE
MIN SEPARATION BETWEEN COMMUNICATION AND 480 VAC: 24" EDGE-TO-EDGE
MIN SEPARATION BETWEEN COMMUNICATION AND LIGHT BALLAST: 24" EDGE-TO-EDGE

3" MIN

POWER
CONDUIT

CEILING

BOTTOM OF
NEXT LEVEL

AIR RETURN/
SUPPLY

12" MIN

WIRE MESH
CABLE TRAY

NOTE:
USE ONE ON EACH 60' OF TRAY RUN AND
AT TRAY ENDS OR IF TRAY IS AN
EQUIPMENT GROUNDING CONDUCTOR.
ONE FOR EACH TRAY SECTION.
ACCOMMODATES 1/0-#6AWG.
RECOMMENDED TORQUE 12+/-2FT-LBS

NOTES:
1. DIMENSION SHOWN ARE NOMINAL, OTHER SIZES MAY EXIST.

CONTACT CABLOFIL IF NECESSARY.
2. USE ONE ON EACH 60' OF TRAY RUN AND AT TRAY ENDS OR

IF TRAY IS AN EQUIPMENT GROUNDING CONDUCTOR, ONE
FOR EACH TRAY SECTION.

3. ACCOMODATES GAUGES 3-14 AWG.
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ICT - DETAILS

CC JG
TT-500

WIRES RUN INSIDE DOOR

MUD BOX INSIDE FRAME.

MUD BOX INSIDE
FRAME.

POWER TRANSFER

FINISHED FLOOR

FINISHED CEILING

FINISHED FLOOR

FINISHED CEILING

ELECTRIC MORTISE LOCK
WITH REX SWITCH OPTION

JUNCTION BOX.

PROVIDE 4"X4"
ELECTRICAL
BOX. 2.5" DEEP
WITH SINGLE
GANG MUD RING
FOR CARD
READER OR
PUSH BUTTON.
SEE FLOOR
PLANS FOR
SPECIFIC TYPE

PROVIDE 4"X4" ELECTRICAL
BOX. 2.5" DEEP WITH
SINGLE GANG MUD RING
SEE FLOOR FOR PRECISE
LOCATION FOR PUSH
BUTTON

RECESS MOUNTED
DOOR POSITION SWITCHES

SECURED SIDE

UNSECURED
SIDE

CABLE TYPE AND SIZE MUST COMPLY WITH ALL ESTABLISHED REQUIREMENTS AND APPLICABLE CODES.NOTES:
ALL CONDUIT SHALL BE 3/4" UNLESS OTHERWISE NOTED.
DOOR HARDWARE SHOWN FOR GRAPHICAL ILLISTRATION ONLY, REFERENCE DIVISION 8 HARDWARE SCHEDULE AS
NEEDED FOR ACTUAL HARDWARE SET.

1" CONDUIT TO
ACCESSIBLE CEILING OR

TELECOMMUNICATIONS RM
AS INDICATED ON

DRAWINGS

FINISHED CEILING

UNSECURED SIDE

JUNCTION BOX

PROVIDE 4"X4" ELECTRICAL
BOX WITH SINGLE GANG MUD
RING FOR EXIT BUTTON.
SEE FLOOR PLAN FOR
SPECIFIC TYPE.

MUD BOX INSIDE
FRAME. BY D.H.C.

1" CONDUIT TO CABLE TRAY.

PROVIDE 4"X4"
ELECTRICAL BOX.
2.5" DEEP WITH
SINGLE GANG
MUD RING FOR
CARD READER.

ELECTRIC LATCH WITH
DOOR POSITION SWITCH

DOOR OPERATOR

ELECTRICAL CONDUIT

CABLE TYPE AND SIZE MUST COMPLY WITH ALL ESTABLISHED REQUIREMENTS AND APPLICABLE CODES.NOTES:
ALL CONDUIT SHALL BE 3/4" UNLESS OTHERWISE NOTED.
DOOR HARDWARE SHOWN FOR GRAPHICAL ILLISTRATION ONLY, REFERENCE DIVISION 8 HARDWARE SCHEDULE AS
NEEDED FOR ACTUAL HARDWARE SET.

FINISHED FLOOR

PROVIDE SINGLE GANG BOX MOUNTED
HORIZONTALLY FOR REQUEST TO EXIT
MOTION SENSOR. CENTER OF FRAME IS
PREFERED POSITION. CEILING MOUNT IF
WALL SPACE IS NOT AVAILABLE AND
CEILING HEIGHT IS NOT GREATER THAN 15
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4" MECHANICAL FIRE-RATED PATHWAY
DEVICES FOR HORIZONTAL DISTRIBUTION.
REFER TO SHEET 00-ET-TD5 FOR DETAILS.

GROUNDING STRAP

4" MECHANICAL FIRE-RATED PATHWAY DEVICES
ENTERING TELECOM ROOM. REFER TO DRAWINGS
FOR QUANTITY.

CONDUIT SLEEVES BETWEEN CORRIDOR
AND ROOM FIRESTOP RATED PER NEC

FIRE WALL

4" MECHANICAL FIRE-RATED PATHWAY
DEVICES FOR HORIZONTAL DISTRIBUTION.
REFER TO SHEET 00-ET-TD5 FOR DETAILS.

FINISHED CEILING
TILES

BASKET
CABLE TRAY

4"
MIN.

INSULATED COPPER GROUND
CONDUCTOR TO BUILDING GROUNDING
ELECTRODE CONDUCTOR

NOTES:
1. PREDRILLED BOLT HOLE SIZE AND SPACING AS REQUIRED FOR INDICATED

TERMINATIONS.
2. PROVIDE LENGTH SUFFICIENT FOR ALL INDICATED TERMINATIONS AND 20%

SPARE MOUNTING SPACE.
3. GROUND BAR SHALL BE MOUNTED MINIMUM 2" OFF WALL AND 12" AFF.
4. FIBERGLASS INSULATORS SHALL HAVE A MINIMUM DIELECTRIC STRENGTH

OF 15kV.

FIBERGLASS INSULATORS

MOUNTING BRACKETS

TWO HOLE STRAP OR
CADWELD CONNECTION TYPE

''LK'', TYPICAL

TO SSP OR
SSB

IRREVERSIBLE
CRIMP
CONNECTOR
(TYPICAL)

CABLE TRAY BONDING
CONDUCTOR.
TYPICAL
AT EACH SECTION
CONNECTION
POINT

TELECOMMUNICATIONS
EQUIPMENT
BONDING

CONDUCTOR
(TEBC)

6 AWG DIRECTLY
BONDED

TO
RBB

ALL CABLE TRAYS
SHALL BE BASKET
STYLE (UNLESS
OTHERWISE
NOTED)

VERTICAL CABLE RUNWAY /
LADDER SUPPORTS

FOOT KIT

RACK BONDING CONDUCTOR
(RBC) - 6 AWG

TWO HOLE COMPRESSION LUGS (RACKS SHALL NOT
BE MODIFIED
IF ONLY ONE HOLE IS PROVIDED; USE ONE HOLE
COMPRESSION
 LUGS IN THIS CASE). TOP MOUNTED RACK BONDING

BUSBAR (RBB)

UNIT BONDING RACK BONDING
BUSBAR (RBB)

GROUNDING TERMINAL
(TYPICAL EACH PIECE OF EQUIPMENT)

TELECOMMUNICATIONS
EQUIPMENT BONDING
 CONDUCTOR (TEBC) - 6AWG

INDIVIDUAL EQUIPMENT BONDING CONDUCTORS
FROM EACH PIECE
OF EQUIPMENT AND RACK TO THE RACK BONDING
CONDUCTOR

NETWORK RACKSERVER CABINET

RACK ISOLATION PADS (IF APPLICABLE)

RACK BONDING CONDUCTOR (RBC)
EXTENDED
TO BOTTOM OF RACK TO
ACCOMMODATE FUTURE GROWTH

IRREVERSIBLE CRIMP
CONNECTOR

TO
PBB/SBB

IRREVERSIBLE CRIMP
CONNECTOR

RACK BONDING
CONDUCTOR
(RBC) - 6 AWG

TELECOMMUNICATIONS
EQUIPMENT
BONDING CONDUCTOR (TEBC)
- 6 AWG
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NTS

CAT 6 DATA CABLE WITH GRAY
KEYSTONE

CAT 6 DATA CABLE WITH
YELLOW KEYSTONE

CAT 6 DATA
MODULE WITH
KEY STONE

BLDG#-SECTION#
-FLOOR#-JACKID#

LABEL

SPARE WITH BLANK COVER
FOR FUTURE USE

CAT 6 VOICE CABLE
WITH WHITE KEYSTONE

NOTE:
- PROVIDE NYLON PULLING

ROPE FOR FUTURE
CABLE INSERTION

- PORT COVER SHALL BE
IVORY

- LABELING SHALL BE PER
EIA/TIA 606 STANDARD.
LABELING SCHEME SHALL
BE IN ACCORDANCE WITH
THE FOLLOWING: 'ROOM
NUMBER'- 'RECEPTACLE
NUMBER'- 'PORT NUMBER
'.

PLAN SYMBOL

1 1/4" EMT CONDUIT STUBBED TO
THE NEAREST CABLE
TRAY AND GROMMET
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GRID FRAME

FIRE STOP
SEALANT

TE
LE

CO
M

 R
OO

M

CO
M

M
ON

 A
RE

A

RE-ENTERABLE FIRE RATED PATHWAY
GRID FOR BACKBONE FIBER, CATEGORY
6A, HORIZONTAL OM4, AND SECURITY
CABLING CONNECTIVITY BETWEEN
TELECOM ROOM AND COMMON AREAS.
SEE PLAN VIEW THIS SHEET.

6"
 W

AL
L 

OP
EN

IN
G

NOTE:
SPECIFIED TECHNOLOGIES INC. EZ PATH
SERIES 44+ (OR COMPARABLE)

OPENING IN WALL. SEE
SECTION VIEW THIS SHEET.
SEE TELECOM ENLARGED PLAN
SHEETS FOR LOCATIONS

FOUR RE-ENTERABLE FIRE RATED
SLEEVES FOR CAT6A, FIBER AND
SECURITY CABLING. CABLE FILL
CAPACITY PER CODE STANDARD.

10
"

6"

18"

FLANGE OVERLAP

NOTE:
SPECIFIED TECHNOLOGIES
INC. EZ PATH SERIES 44+
(OR COMPARABLE)

15
"

10
1 2"

18"

EIGHT RE-ENTERABLE FIRE RATED
SLEEVES FOR CAT6A, FIBER AND
SECURITY CABLING. CABLE FILL
CAPACITY PER CODE STANDARD.

OPENING IN WALL. SEE
SECTION VIEW THIS SHEET.
SEE TELECOM ENLARGED PLAN
SHEETS FOR LOCATIONS

NOTE:
SPECIFIED TECHNOLOGIES
INC. EZ PATH SERIES 44+
(OR COMPARABLE)

OPENING IN WALL. SEE
SECTION VIEW THIS SHEET.
SEE TELECOM ENLARGED PLAN
SHEETS FOR LOCATIONS

TWO RE-ENTERABLE FIRE RATED
SLEEVES FOR CAT6A, FIBER AND
SECURITY CABLING. CABLE FILL
CAPACITY PER CODE STANDARD.

10
"

6"

10"

FLANGE OVERLAP

NOTE:
SPECIFIED TECHNOLOGIES
INC. EZ PATH SERIES 44+
(OR COMPARABLE)

PROPOSED CABLE TRAY:
· CABLOFIL: 6" DEEP X 12" WIDE MINIMUM
       (SIZE COMMENSURATE WITH
DISTRIBUTION REQUIREMENT)
· WHITE POWDERCOAT

SIDE

ISOMETRIC

TOP

FRONT

3000mm
118.2"

106mm
4.18"

100mm
3.94"

CAT. NO
DEPTH
(IN)

WIDTH "A"
(IN)

CAT 6a 4-pr PLENUM (0.35")

6

6

6

6

6

6

6

CF150/150

CF150/200

CF150/300

CF150/450

CF150/500

CF150/600

CF150/900

6

8

12

18

20

24

36

186

238

357

536

596

715

1078
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EXISTING 2x2
(FOUR TOTAL) 4" GRC EXISTING 2x2 (FOUR TOTAL)

4" PVC, ENCASED IN CONCRETE

EXISTING 48" TALL x 36" WIDE x 24" DEEP
LOCKABLE NEMA 3R J-BOX

EXISTING FOUR
4" EMT TO TR

NOTE:

1- REFER TO CIVIL DESIGN DRAWINGS FOR
ADDITIONAL CONDUIT TRENCH DETAILS.

EXISTING FOUR
4" EMT

EXISTING UNISTRUT FOR
CONDUIT SUPPORT

EXISTING 2x2 (TOTAL OF FOUR)
4" GRC TO UNDERGROUND DUCT BANK

FRONT VIEWSECTION VIEW

EXISTING 48" TALL x 36" WIDE x 24" DEEP
LOCKABLE NEMA 3R J-BOX

EXISTING UNISTRUT FOR
CONDUIT SUPPORT

INTERCEPT EMPTY 2" EMT ENTRANCE CONDUIT THIS GENERAL LOCATION
AND INSTALL SPLICE CASE.  TRANSITION ALL 25-PAIR CAT 5E PE-39 OSP
CABLE TO RISER RATED CAT 5E ISP CABLING.
CAT 5E CABLING FINAL TERMINATE IS TO BE ON RACK MOUNTED
PROTECTION.  PROPERLY GROUND CAT 5E PROTECTION PER NEC WITH
MINIMUM OF 6AWG SOLID COPPER.

EXISTING
TWO 2" GRC

EXISTING TWO 2" PVC, ENCASED IN CONCRETE

EXISTING LOCKABLE NEMA 3R J-BOX

EXISTING TWO 2" SMART
LB CONDUIT BODY

INTERCEPT EMPTY 2" EMT ENTRANCE CONDUIT THIS GENERAL LOCATION
AND INSTALL SPLICE CASE.  TRANSITION ALL 25-PAIR CAT 5E PE-39 OSP
CABLE TO RISER RATED CAT 5E ISP CABLING.
CAT 5E CABLING FINAL TERMINATE IS TO BE ON RACK MOUNTED
PROTECTION.  PROPERLY GROUND CAT 5E PROTECTION PER NEC WITH
MINIMUM OF 6AWG SOLID COPPER.

EXISTING TWO 2"
EMT TO TR

NOTE:

1- REFER TO CIVIL DESIGN DRAWINGS FOR
ADDITIONAL CONDUIT TRENCH DETAILS.
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P/N: OR-MM20VMD706 (OR EQUIVALENT)

MM20 VERTICAL CABLE MANAGEMENT "CAGE", WITH DOOR,
6.45" X 10.26" X 76.94" WHITE

CAPACITY: 350 CATEGORY 6 PATCH CORDS OR 245 CATEGORY
6A PATCH CORDS

LARGER VCM AUTHORIZED IN ACCORDANCE WITH CABLING
REQUIREMENT

KIT ALSO INCLUDES:
(2X) CAGE HANGER

(12X) FINGER BEND
LIMITING CLIP

SPOOL
(4X) CABLE MANAGEMENT

(1X) PLASTIC STABILIZER FOOT

76.94"

PLASTIC
STABILIZER
FOOT
INSTALLED

10.26" 6.45"

P/N: OR-MM2073038-W (OR EQUIVALENT)

MIGHTY MO 20 CABLE MANAGEMENT RACK
30" CHANNEL DEPTH, 7' HIGH, WHITE FINISH OR EQUIVALENT

DIMENSIONS:
USABLE HEIGHT: 45RU
DEPTH (US): 30
HEIGHT (US): 7'
WIDTH (US): 23.75"
STATIC LOAD CAPACITY: 2000 LBS

SQUARE HOLE

84.00" 86.00"

30.00"
40.00"

23.75" 16.00"

1

23.6" (24" NOMINAL)
84

.6
"

NOTE: TELECOMMUNICATION CHANNEL RACKS ARE REQUIRED IN ALL
TELECOMMUNICATION ROOMS. TELECOMMUNICATION
CHANNEL RACKS OR TELECOMMUNICATION CABINETS MAY BE
USED IN THE HORIZONTAL AND MAIN DISTRIBUTION AREAS.
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A SIDE

B SIDE
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28 RU FOR LAN ELEMENTS
AND LEAF OR ACCESS LAYER

SWITCHES

17

16

15

14

13

12

17

16

15

14

13

12

18

19
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25

26

27
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HORIZONTAL UTP DISTRIBUTION
FROM THE ED IN EACH CABINET

IN THE ROW
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LE VITO
N

LE VITO
N

LE VITO
N

LE VITO
N

LE VITO
N

34

33

32

31
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29

LE VITO
N 35

36

HORIZONTAL DISTRIBUTION

HORIZONTAL FIBER
DISTRIBUTION FROM THE ED IN

EACH CABINET IN THE ROW

44

43

42

41

40

39

38

37

LE VITO
N

44

43

42

41

40

39

38

37

45

1st LEVEL BACKBONE

24 DUPEX LC (FOUR 12-STRAND
MPO CABLES) TO
MDA B SIDE

48 CAT 6A TO
SAME SIDE
MDA

24 DUPEX LC (FOUR 12-STRAND
MPO CABLES) TO
MDA A SIDE

“A” SIDE
24 DUPEX LC (FOUR 12- 24
DUPEX LC (FOUR 12-STRAND
MPO CABLES) STRAND MPO
CABLES)

FIBER DISTRIBUTION
FOR 10 – 40 GbE

12 3 45 6 78 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24

TWO 48-PORT 1RU ANGLED
PATCH PANEL FOR 10 GBE (48
BLUE PORTS TO “A” SIDE AND 48
YELLOW PORTS TO “B” SIDE
HDAS)

25 26 27 28 29 30 31 32 33 34 35 36 LEVITON 37 38 39 40 41 42 43 44 45 46 47 48
RU43

RU42

12 3 45 6 78 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24

25 26 27 28 29 30 31 32 33 34 35 36 LEVITON 37 38 39 40 41 42 43 44 45 46 47 48 RU41

RU40

RU45

RU44

24 DUPEX LC (FOUR 12- 24
DUPEX LC (FOUR 12-STRAND
MPO CABLES) STRAND MPO
CABLES)

“B” SIDE

“A” SIDE
24 DUPEX LC (FOUR 12- 24
DUPEX LC (FOUR 12-STRAND
MPO CABLES) STRAND MPO
CABLES)

FIBER DISTRIBUTION
FOR 10 – 40 GbE

12 3 45 6 78 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24

TWO 48-PORT 1RU ANGLED
PATCH PANEL FOR 10 GBE (48
BLUE PORTS TO “A” SIDE AND 48
YELLOW PORTS TO “B” SIDE
HDAS)

25 26 27 28 29 30 31 32 33 34 35 36 LEVITON 37 38 39 40 41 42 43 44 45 46 47 48
RU43

RU42

12 3 45 6 78 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24

25 26 27 28 29 30 31 32 33 34 35 36 LEVITON 37 38 39 40 41 42 43 44 45 46 47 48 RU41

RU40

RU45

RU44

24 DUPEX LC (FOUR 12- 24
DUPEX LC (FOUR 12-STRAND
MPO CABLES) STRAND MPO
CABLES)

“B” SIDE
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CC JCG
TT-600

ER 1

MAIN BLDG 1-9-46

PROPERTY LINE

TYPICAL
BLDG

EXISTING
TR /TE

(TYPICAL)

NEW
MCR

ER 2
EXISTING

TYPICAL
BLDG

TYPICAL
BLDG

TYPICAL
BLDG

TYPICAL
BLDG

TYPICAL
BLDG

ER 2
ER 1

INSTALL NEW OPTICAL FIBER SPLICE BOX ON WALL WHERE
EXISTING ENTRANCE CABLING TERMINATES. PROVIDE
24-STRAND OM4 MULTI-MODE AND 12-STRAND OS1 SINGLE
MODE TERMINATED IN SPLICE BOX AND EXTEND OPTICAL
FIBER CABLING TO NEW MCR ON 4TH FLOOR.

INSTALL NEW OPTICAL FIBER SPLICE BOX ON WALL OR
AGAINST CEILING.COORDINATE EXACT LOCATION WITH A
COR. LOCATION WILL BE ALONG WHERE EXISTING ROUTE
"A" CABLING TERMINATES. FUSION SPLICE AND EXTEND
EQUAL QUANTITY AND TYPE OF IN SPLICE BOX AND EXTEND
OPTICAL FIBER CABLING TO NEW MCR ON 4TH FLOOR.

IF DISTANCE FROM BUILDING ENTRANCE IS
OVER 50 FEET, INSTALL PULL BOX ON INCOMING
CONDUIT TO ALLOW FOR THE SPLICING OF THE
25- PAIR CAT 5e OSP TO BE TRANSITIONED TO A
25-PAIR RISER RATED CAT 5e

TERMINATE EACH 25-PAIR RISER RATED
INSIDE PLANT CAT 5e COPPER CABLE ON
RACK MOUNTED 1RU 24-PORT SURGE
PROTECTORS. FROM THERE, TERMINATE ON
1RU 48-PORT FLAT PATCH PANEL PER VA OIT
GUIDELINES.

INSTALL SPLICE CASE TO
TRANSITION CAT 5e OSP
TO RISER REATED CAT 5e.

BUILDING 1
FOURTH FLOOR

BUILDING 40
FIRST FLOOR

INSTALL NEW OUTSIDE PLANT (OSP) 25-PAIR CAT 5E COPPER
CABLING IN SPARE CONDUIT ALONG ROUTE "B" TO ALL TR's
AND TE's. TERMINATE ON RACK MOUNTED PROTECTION.
GROUND PER NEC.

TERMINATE EACH 25-PAIR RISER RATED INSIDE
PLANT CAT 5e COPPER CABLE ON RACK MOUNTED
1RU 24-PORT SURGE PROTECTORS. FROM THERE,
TERMINATE ON 1RU 24-PORT FLAT PATCH PANEL PER
VA OIT GUIDELINES.

EXISTING
TR /TE

(TYPICAL)

EXISTING
TR /TE

(TYPICAL)

EXISTING
TR /TE

(TYPICAL)

EXISTING
TR /TE

(TYPICAL)

EXISTING
TR /TE

(TYPICAL)

EXISTING
TR /TE

(TYPICAL)

EXISTING
TR /TE

(TYPICAL)

EXISTING
TR /TE

(TYPICAL)

ISSUE FOR BID - 01/16/2024

Chris Carter
BICSI ID # 136803

EXPIRES 12-31-24



RE
D 

RI
VE

R 
OF 

TH
E 

NO
RT

H

21st AVE. N.
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30W 30E
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56

42

40

50

51

54

53

52

DI
KE

DI
KE

DI
KE

DI
KE

DI
KE

DI
KE

DI
KE

DI
KE

DI
KE

DI
KE

MAIN HOSPITAL
BUILDING

1-9-46

8 3

MC

UND

N
FF

E
N

FF
E

AFGE
AFGE
AFGE
AFGE

RO EOM
HCHV

R
R

41

57

52 FUTURE
EXPANSION

RM. BC-60 (EXISTING
ENTRANCE FACILITY)

RM. BC-50 (EXISTING
COMPUTER ROOM)

STACKED TEL.
ROOMS. 101&211

RM. 0005

WALL MOUNTED
TELECOM ENCLOSURE
(TE) - FIRST FLOOR

NETWORK CABINET -
MEZZANINE

NETWORK
CABINET

NETWORK
CABINETNEW TEL. RM. 1030

STACKED ROOMS. 102B (ENTRANCE
FACILITY) & 202C (TELECOM ROOM).
FOR FIBER OPTIC ROUTING TO THESE TRs,
REFER TO DWG. TT-40-101 & TT-40-102

MH

NETWORK CABINET

NEW TEL. RM. 0006.
FOR FIBER OPTIC ROUTING
TO BUILDING 3, REFER TO
DWG. TT-03-101

MH MH

MH

FO PATH A
DIRECTION

FO PATH A
DIRECTION

FO PATH B
DIRECTION

FO PATH B
DIRECTION

NOTES

MH

ROUTE "A" TO CAMPUS
INTRABUILDING DUCTBANK.

FOR CONTINUATION,
REFER TO DWG. TT-03-101

FOR CONTINUATION, REFER
TO DWG. TT-56-101

FOR CONTINUATION, REFER
TO DWG. TT-11-101

FOR CONTINUATION, REFER
TO DWG. TT-10-101

FOR CONTINUATION, REFER
TO DWG. TT-10-101

FOR CONTINUATION, REFER
TO DWG. TT-13-101

FOR CONTINUATION,
REFER TO DWG.
TT-12-101

FOR CONTINUATION,
REFER TO DWG.
TT-52-101

FOR CONTINUATION,
REFER TO DWG.
TT-30-101

MH

MH

FOR CONTINUATION, REFER
TO DWG. TT-51-101

FOR CONTINUATION, REFER
TO DWG. TT-51-101

FOR CONTINUATION, REFER
TO DWG. TT-11-101

FOR CONTINUATION,
REFER TO DWG.
TT-52-101
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BASEMENT

FIRST FLOOR

SECOND FLOOR

THIRD FLOOR

FOURTH FLOOR

TR
BA-30

TR
BB-92

TR
BC-02

TR
BD-02

TR
BD-84

ONE (1) 24 STRANDS OM4 &
ONE (1) 12 STRANDS OS1

ONE (1) 24 STRANDS OM4
& ONE (1) 12 STRANDS
OS1

ONE (1) 24 STRANDS OM4 & ONE (1) 12 STRANDS OS1
ONE (1) 24 STRANDS OM4 & ONE (1) 12 STRANDS OS1

TR
1A-54

TR
1B-121

TR
1C-99

TR
1D-64A

TR
2A-24

TR
2C-33

TR
2D-18

TR
2C-90A

TR
3B-23

TR
3D-10

TR
4B-23

TR
4E-15A

ONE (1) 24 STRANDS
OM4 & ONE (1) 12
STRANDS OS1

ONE (1) 24 STRANDS OM4
& ONE (1) 12 STRANDS OS1

ONE (1) 24 STRANDS OM4 & ONE (1) 12 STRANDS OS1

ONE (1) 24 STRANDS OM4 & ONE (1) 12 STRANDS OS1ONE (1) 24 STRANDS OM4 & ONE (1) 12 STRANDS OS1

ONE (1) 24 STRANDS OM4 & ONE (1) 12 STRANDS OS1

ONE (1) 24 STRANDS OM4 & ONE (1) 12 STRANDS OS1ONE (1) 24 STRANDS OM4 & ONE
(1) 12 STRANDS OS1

ONE (1) 24 STRANDS OM4 &
ONE (1) 12 STRANDS OS1

ONE (1) 24 STRANDS OM4 & ONE (1) 12 STRANDS OS1

TR
202A

REFER TO SHEET TT-603 FOR CONTINUATION
BUILDINGS 01,09,46

SECOND FLOOR

TR
102B

(FUTURE
ENTRANCE FACILITY)

FIRST FLOOR

PENTHOUSE

TR
502

ONE (1) 24 STRANDS OM4 &
ONE (1) 12 STRANDS OS1

SERVICE PROVIDER
ENTRANCE CABLES
(BY OTHERS)

ONE (1) 24 STRANDS OM4 &
ONE (1) 12 STRANDS OS1

BUILDING 40

TR
1D-158

ONE (1) 24 STRANDS OM4
& ONE (1) 12 STRANDS OS1

TR
501

TR
503

ONE (1) 24 STRANDS OM4 & ONE
(1) 12 STRANDS OS1

ONE (1)25 PAIR CAT5E ISP

ONE (1) 24 STRANDS OM4 &
ONE (1) 12 STRANDS OS1

EXISTING
ENTRANCE
FACILITY

 ROOM BC-60

MCR

ONE (1) 24 STRANDS OM4 & ONE (1) 12 STRANDS OS1

ONE (1) 24 STRANDS OM4 & ONE (1) 12 STRANDS OS1

ONE (1) 24 STRANDS OM4
& ONE (1) 12 STRANDS OS1

ONE (1) 24 STRANDS OM4
& ONE (1) 12 STRANDS OS1 ONE (1) 24 STRANDS OM4

& ONE (1) 12 STRANDS OS1

ONE (1) 24 STRANDS OM4
& ONE (1) 12 STRANDS OS1

ONE (1)25 PAIR
CAT5E ISP

ONE(1)25 PAIR
CAT5E ISP

ONE(1)25 PAIR CAT5E ISPONE (1)25 PAIR CAT5E ISP

ONE (1)25 PAIR CAT5E ISP

ONE (1)25 PAIR CAT5E ISP

ONE (1)25 PAIR CAT5E ISP
ONE (1)25 PAIR CAT5E ISP

ONE (1)25 PAIR CAT5E ISP
ONE (1)25 PAIR CAT5E ISP

ONE (1)25 PAIR CAT5E ISP
ONE (1)25 PAIR CAT5E ISP ONE (1)25 PAIR CAT5E ISP

ONE(1)25 PAIR CAT5E ISP

ONE(1)25 PAIR CAT5E ISP

ONE(1)25 PAIR CAT5E ISP
ONE(1)25 PAIR CAT5E ISP

ONE(1)25 PAIR CAT5E ISP
ONE(1)25 PAIR CAT5E ISP

ONE(1)25 PAIR CAT5E ISP

ONE(1)25 PAIR CAT5E ISP
ONE(1)25 PAIR CAT5E ISP

FOUR (4) 25-PAIR CAT 5E ISP

FOUR (4) 25-PAIR CAT 5E ISP

EXISTING
MCR

 ROOM BC-50

INTERCEPT ROUTE 'A' OPTICAL FIBER IN
BC-50 AND EXTEND TO 4th FLOOR MCR.
TERMINATE IN SIDE 'A' MDA.  MATCH
EXISTING OPTIC FIBER TYPE AND QUANTITY.

EXTEND ONE (1) 24-STRAND OM4 AND ONE (1)
12-STRAND OS1 OPTICAL FIBER FROM EXISTING
ENTRANCE ROOM BC-60 TO NEW 4th FLOOR
MCR FOR EXTENSION OF SERVICE PROVIDERS
DEMARC.  TERMINATE IN SIDE 'A' MDA.

EXTEND 100-PAIR CAT 5e RISER RATED COPPER
CABLE FROM EXISTING ENTRANCE ROOM BC-60
TO NEW 4th FLOOR MCR FOR EXTENSION OF
SERVICE PROVIDERS COPPER DEMARC.
TERMINATE IN SIDE 'B' MDA.

PROVIDE ONE (1) 24-STRAND OM4 AND ONE (1)
12-STRAND OS1 OPTICAL FIBER FROM TR-102B
(FUTURE ENTRANCE ROOM) TO NEW 4th FLOOR
MCR FOR FUTURE EXTENSION OF SERVICE
PROVIDERS DEMARC.  TERMINATE IN SIDE 'B' MDA.
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BUILDING 3

BUILDING 10

MEZZANINE

BUILDING 11

FIRST FLOOR (RM 0001)

BUILDING 12

TR
0005

BUILDING 13

FIRST FLOOR (RM 101)

BUILDING 51

TR
1030

FIRST FLOOR

BUILDING 52

TR
211

BUILDING 56

FIRST FLOOR

REFER TO SHEET TT-602 FOR CONTINUATION

ONE (1) 24 STRANDS OS2

FIRST FLOOR

FIRST FLOOR

SECOND FLOOR

BUILDING 30

NETWORK
CABINET

FIRST FLOOR

TR
111

BASEMENT

ONE (1) 24 STRANDS OS2

ONE (1) 24 STRANDS OS2

ONE (1) 24 STRANDS OS2

ONE (1) 24 STRANDS OS2

ONE (1) 24 STRANDS OS2

ONE (1) 24 STRANDS OS2

ONE (1) 24 STRANDS OS2

ONE (1) 24 STRANDS OS2

ONE (1) 24 STRANDS OS2

NOTE: EXISTING CAT 5E CABLES IN B30 TO
TERMINATE INTO NETWORK CABINET.

TR
0006

WALL
MOUNTED

TE

NETWORK
CABINET NETWORK

CABINET

NETWORK
CABINET

ONE (1)25 PAIR CAT5E OSP

ONE (1)25 PAIR CAT5E OSP

ONE (1)25 PAIR CAT5E OSP

ONE (1)25 PAIR CAT5E OSP

ONE (1)25 PAIR CAT5E OSP

ONE (1)25 PAIR CAT5E OSP

ONE (1)25 PAIR CAT5E OSP

ONE (1)25 PAIR CAT5E OSP

ONE (1)25 PAIR CAT5E OSP

ONE (1)25 PAIR CAT5E OSP
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