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GENERAL CONTRACTOR NOTES 1. PROVIDE SOLID BARRIER WALLS BETWEEN RENOVATION AREAS AND OCCUPIED PROVIDE SOLID BARRIER WALLS BETWEEN RENOVATION AREAS AND OCCUPIED AREAS AS REQUIRED. 2. REMOVE ALL MOVABLE OBJECTS WITHIN SCHEDULED ABATEMENT AREAS PRIOR REMOVE ALL MOVABLE OBJECTS WITHIN SCHEDULED ABATEMENT AREAS PRIOR TO COMMENCEMENT OF ABATEMENT ACTIVITIES. 3. PROVIDE TEMPORARY HOSE CONNECTIONS, APPROPRIATE DRAIN CONNECTIONS PROVIDE TEMPORARY HOSE CONNECTIONS, APPROPRIATE DRAIN CONNECTIONS AND ELECTRICAL PANEL FOR ABATEMENT CONTRACTOR, (ENSURE PANEL IS CONNECTED TO EMERGENCY GENERATOR). 4. WORK TIME RESTRICTIONS: WORK TIME RESTRICTIONS: A. PART OF CORRIDOR TO REMAIN OPEN AT ALL TIMES. PART OF CORRIDOR TO REMAIN OPEN AT ALL TIMES. B. ACCESS TO ROOMS MUST BE MAINTAINED AT ALL TIMES (EXCEPT POSSIBLY ACCESS TO ROOMS MUST BE MAINTAINED AT ALL TIMES (EXCEPT POSSIBLY OUTSIDE BUSINESS HOURS WHEN WORK COULD BE COORDINATED AND COMPLETED). C. WORK MUST BE COORDINATED WITH THE IMMEDIATE REINSTALLATION OF WORK MUST BE COORDINATED WITH THE IMMEDIATE REINSTALLATION OF FINISHES SO CORRIDOR DOES NOT REMAIN IN AN UNFINISHED STATE. ABATEMENT CONTRACTOR NOTES 1. COORDINATE LOCKOUT OF AIR HANDLING UNITS AND EXHAUST FANS WITH THE COORDINATE LOCKOUT OF AIR HANDLING UNITS AND EXHAUST FANS WITH THE VA AND MECHANICAL CONTRACTOR PRIOR TO CONDUCTING ABATEMENT ACTIVITIES.  IF LOCKOUT OF THE HVAC SYSTEM IS NOT POSSIBLE, SEAL ALL INTAKE AND EXHAUST VENTS IN THE REGULATED AREA WITH DUCT TAPE AND 2 LAYERS OF 6-MIL POLY OR REMOVE DIFFUSERS AND CAP SUPPLY AND RETURN DUCTS.  SEAL ANY SEAMS IN HVAC SYSTEM COMPONENTS THAT PASS THROUGH THE REGULATED AREA.   2. ALL TEMPORARY WATER SERVICE CONNECTIONS MUST INCLUDE A BACKFLOW ALL TEMPORARY WATER SERVICE CONNECTIONS MUST INCLUDE A BACKFLOW PREVENTER, BE COORDINATED WITH GENERAL CONTRACTOR AND MET WITH VA APPROVAL. 3. CONTRACTOR WILL ABATE ALL ACM IN SPECIFIED AREAS IN ACCORDANCE WITH CONTRACTOR WILL ABATE ALL ACM IN SPECIFIED AREAS IN ACCORDANCE WITH SPECIFICATION SECTIONS 02-82-13.19. 4. CONTRACTOR TO COORDINATE ACCESS TO ALL SPACES SERVED BY CORRIDOR CONTRACTOR TO COORDINATE ACCESS TO ALL SPACES SERVED BY CORRIDOR C-205 AND CORRIDOR C-206. ABATEMENT WORK TO BE SCHEDULED OFF-HOURS AND/OR DURING VETERAN HOLIDAYS. ABATEMENT  REMOVE 12" FLOOR TILE & MASTIC          570 SQUARE FEET        570 SQUARE FEET    570 SQUARE FEET REMOVE TOP LAYER OF FLOOR TILE AND    882 SQUARE FEET 882 SQUARE FEET 2ND LAYER FLOOR TILE & MASTIC (ACM) 
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